STATEMENT OF ENERGY PERFORMANCE

DLI-Helena Job Service Date: 8/22/2022
715 Front Street Year Built: 1974
Helena 59620 Parent: N/A

Baseline: 3013 3015 3017 3018 3019 Current:
Energy Date: 12/31/2007 12/31/2013 12/31/2016 12/31/2018 12/31/2019 12/31/2020 12/31/2021
Energy Star Score: 8 24 47 59 44 58 53
Gross Floor Area: 9,277 9,277 9,277 9,277 9,277 9,277 9,277 Sq. Ft.
Heating Degree Days 6778 7351 6842 7820 8591 6940 6908
Cooling Degree Days 730 579 474 432 398 506 792
Reported Annual Energy Use:
Site Energy Use: 1679.0 1156.8 744.5 733.8 951.6 723.4 799.3 MBTU
Site EUL: 181.0 124.7 80.2 79.1 102.6 78.0 86.2 kBTU/ft3
Electricity: 107,921 94,297 80,835 57,480 65,231 57,084 60,217 kWh
Max Electric Demand: 48.0 40.0 36.8 22.8 29.6 23.6 30.4 kW
Natural Gas: 13,107 8,351 4,687 5,377 7,290 5,286 5,939 Therms
Reported Annual Energy Cost:
Electricity Cost: $9,955 $10,272 $9,581 $6,522 $7,752 $6,583 $7,329
Electric Demand Cost: $3,093 $3,301 $2,951 $2,092 $2,560 $1,986 N/A
Natural Gas Cost: $13,400 $6,615 $3,225 $3,762 $4,847 $3,630 $4,937
Total Energy Cost: $23,355 $16,887 $12,806 $10,284 $12,599 $10,213 $12,266
Energy Cost/ft3 $2.52 $1.82 $1.38 $1.11 $1.36 $1.10 $1.32
Weather Normalized Energy Use:
Site Energy Use: 1799.6 1175.6 787.8 714.8 875.6 762.7 840.8 MBTU
Site EUI: 194.0 126.7 84.9 77.0 94.4 82.2 90.6 kKBTU/ft3
Electricity: 106,312 94,297 80,357 57,480 65,231 57,084 60,217 kWh
Natural Gas: 14,369 8,538 5,136 5,187 6,530 5,680 6,354 Therms
National Median Energy Use:
Site Energy Use: 868.7 819.1 7255 834.0 885.3 814.0 835.7 MBTU
Site EUL: 93.6 88.3 78.2 89.9 954 87.7 90.1 kBTU/ft3
% Difference from National Median:
Site EUL: 93.30% 41.20% 2.60% -12.00% 7.50% -11.10% -4.40%
Annual Greenhouse Gas Emissions (Metric Tons CO3 equivalent):
Direct Emissions: 69.6 44.4 24.9 28.6 38.7 28.1 31.5
Indirect Emissions: 35.2 30.8 26.4 18.8 21.3 18.6 19.7
Total Emissions: 104.9 75.1 51.3 47.3 60.0 46.7 51.2
National Median Annual Greenhouse Gas Emissions (Metric Tons CO3 equivalent):
Total Emissions: 54.3 53.2 50.0 53.8 55.8 52.6 53.5
Adjusted Energy Based on Current Year:
Site Energy Use: 1689.6 1151.9 757.3 726.6 923.1 732.3 799.3 MBTU
Site EUI: 182.1 124.2 81.6 78.3 99.5 78.9 86.2 kBTU/ft3
% Difference Adjusted Site Energy Use
3013 to Baseline -31.82% Note: N/A has meanings as follows:
3016 to Baseline -55.18% Energy Star Score: Not available for this type of property
3018 to Baseline -57.00% Adjusted Energy Use: Not available for this property
3019 to Baseline -45.36% Most other data: Not available due to insufficient or missing data
3030 to Baseline -56.66%
Current to Baseline -52.69%

3030 to 3031 9.16%



